
     Monthly WWTP Report

Barnhardt Manufacturing Company Griswoldviile WWTP Monthly State Report Month: November 2019

            247 Main Road 

         Colrain,Ma. 01340

DAY Monday Tuesday Wed Thursday Friday Saturday Sunday Average Total

DATE 11/11/19 11/12/19 11/13/19 11/14/19 11/15/19 11/16/19 11/17/19

FLOW

Effluent Flow (gal/day) 537,533 518,016 486,151 474,575 459,880 105,814 93,955 382,275 2,675,924

Return Sludge Flow (gal/day) 394,829 391,525 417,601 418,859 439,153 414,700 341,105 402,539

Belt Press Feed (gal/day) 34,001 28,767 16,501 28,011 27,022 26,860 134,302

Water From River (gal/day) 649,866 631,070 604,444 585,899 460,483 95,226 387,417 487,772 3,414,405

Water To Bleachery (gal/day) 315,928 306,067 241,900 290,299 185,649 8,307 74,088 203,177 1,422,238

Effluent - River (gal/day) (112,333) (113,054) (118,293) (111,324) (603) 10,588 (293,462) (105,497) (738,481)

COD

Influent COD (mg/L)

Effluent COD (mg/L)

Effluent COD (lb)

% COD Reduction

 LBS = mg/L*MGD*8.34

BOD5

Final Effluent (mg/L)

Final Effluent (lb)

 LBS = mg/L*MGD*8.34

SUSPENDED SOLIDS

MLSS, North Lagoon (mg/L) 1,340 920 1,512 1,476 1,680 1,386

MLVSS, North Lagoon (mg/L) 1,248 1,248

MLSS, South Lagoon (mg/L) #DIV/0!

MLVSS, South Lagoon (mg/L) #DIV/0!

MLSS, Return Sludge (mg/L) 5,120 5,440 5,590 5,510 5,900 5,512

MLVSS, Return Sludge (mg/L) 4,470 4,470

Influent TSS (mg/L) 48 48

Effluent TSS (mg/L) 21 21

Effluent TSS (lb) 95 95

% TSS Reduction 56 56

 LBS = mg/L*MGD*8.34

SETTLEABILITY

North Lagoon (mL/L) 290 280 300 360 360 318

South Lagoon (mL/L) #DIV/0!

SLUDGE BLANKET

North Clarifier (ft) 2 2 3.0 2.0 2.0 2.2

South Clarifier (ft) 0 0 0.0 0.0 0.0 0.0

SULFIDE

Effluent Sulfide (mg/L)

Effluent Sulfide (lb/day)

 LBS = mg/L*MGD*8.34

WEATHER

Rainfall (inches) 0.02 0.03 0.02 0.00 0.00 0.00 0.00 0.07

Air Temperature (deg F) 28 38 8 10 20 25 9 20

Maximum Effluent Daily Flow: 537,533 gal. Maximum Effluent Temperature: 74

Per 314 CMR Chapter 12.07 (2)
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436 Dwight Street

                  Springfield, Ma. 01103

DAY Monday Tuesday Wed Thursday Friday Saturday Sunday Average Total

DATE 11/11/19 11/12/19 11/13/19 11/14/19 11/15/19 11/16/19 11/17/19

WATER TEMPERATURE

Raw Influent (deg. F) 78 92 84 76 72 80

North Lagoon (deg. F) 72 78 72 72 74 74

South Lagoon (deg. F) #DIV/0!

Effluent Temp(deg F ) 70 74 72 72 70 72

N. River Downstream (deg.F) #DIV/0!

DISSOLVED OXYGEN

North Lagoon (mg/L) 7.04 3.80 5.02 7.24 5.21 7.13 7.79 6.18

South Lagoon (mg/L) #DIV/0!

PH

Raw Influent 11.81 11.70 11.87 11.88 11.67 11.8

North Lagoon 8.60 8.54 8.71 8.62 8.58 8.64 8.65 8.62

South Lagoon #DIV/0!

Final Effluent 8.28 8.56 8.65 8.61 8.55 8.55 8.56 8.54

NITROGEN,COPPER, PHOS

Effluent Total Phoshorus (mg/L)

Effluent Total Copper (mg/L)

Effluent Nitrite - N (mg/L)

Effluent Nitrate - N (mg/L)

Effluent Nitrogen Tot Kjeldahl (mg/L)

Effluent Ammonia (mg/L -N)

Effluent Ammonia (lb)

BELT PRESS

Hours Run 7.0 7.0 4.0 5.0 5.0 5.6 28.0

Polymer Used (lb) 70.0 70.0 40.0 50.0 50.0 56.0 280.0

Total Solids, % Cake 12.0 12.0 13.0 13.0 13.0 12.6

Cubic Yards of Sludge Wasted 5.0 5.0 3.0 5.0 5.0 4.6 23.0

Dry Tons 0.3 0.30 0.2 0.3 0.3 0.3 1.4

 DRY TONS  = Cubic yds sludge * 1120 lbs/yd  *  % Solids/2000

E. COLIFORM (#/100 mL)

cfu/100 ml nodi-9

MICROSCOPIC EVALUATION

Floc Size (S/M/L) s/m s/m s/m s/m s/m

Filamentous Extending  (Y/N) y y y y y

Filamentous Bridging (Y/N) y y y y y

Higher Life (Y/N) y y y y y

Pin Floc (Y/N) y y y y y

  Average weekly effluent: 382,275 PH Max: 8.7 PH Min: 8.3

I certify that this information is true and accurate to the best of my knowledge: Name:Keith Gammell Operator Grade: 5 C FULL

Signature: Date: Per 314 CMR Chapter 12.07 (2)


